VILLA MARIA CULVERT IMPROVEMENTS
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PROJECT BENCHMARK: None A
NGF // i s e e

“TP No. 2 —— 1-2" Iron 1. Project General Description: Install a 7'x5' Reinforced Concrete Box Culvert next to an existing set of |

Rod with Cap set @ culverts. Remove and Replace the existing headwalls (entire length) with new headwalls to the current

Northing——10217548.0287 // standard. Re-grade and stabilize the channel to accommodate the additional culvert.

Eostmg——354\t‘4\t539.3857 e 2. All construction shall be in accordance with the Texas Department of Transportation STANDARD 7_9_260‘6953

Elev——316.34 o SPECIFICATIONS FOR CONSTRUCTION AND MAINTENANCE OF HIGHWAYS, STREETS, AND BRIDGES, 2004 F.979.260.3564
(Maroon Book.) Additional specifications references shall be in accordance with the current City of Bryan |, FIRM# 1443 |

2012 B/CS Unified Technical Specifications. Where the specifications conflict, the more stringent shall
apply. All inspection shall be performed by the staff of the City of Bryan City Engineer. All construction

[COLLEGE STATION, TX 77849

shall be coordinated with TxDOT. un & oes srecwers )|
3. All materials & labor not identified on the Bid Proposal Form as a Bid Item shall be considered [ o oos oo |

subsidiary to the item in which it is used. All materials and equipment shall be both furnished and installed
unless otherwise noted.
4. It shall be the responsibility of the Contractor to verify the exact location of ALL existing
underground utilities. Furthermore, the Contractor shall contact all utility company representatives a
e minimum of 48 hours in advance of any excavation.
| - inch'Sc::oLgO — | a. Contact Dig Tess @ 1-800-344-8377
Contact Bryan Water Utilities @ 209-5900
Contact ATMOS @ 774-2506
Contact Suddenlink @ 846-2229
Contact BTU @ 821-5770
Contact Mitchell Gas @ 779-4460
Contact Union Pacific Resources @ 778-8525
Contact ETC (Benny Loyd) @(979) 820-5751
/ 5. In lieu of using the construction materials indicated in these plans, the Contractor shall obtain
/ ( written approval from the City Engineer for any substitution prior to Construction. Requests for changes
/ should include product information and an engineer's seal where applicable. The contractor shall be
/ financially responsible for the engineer's time spent reviewing changes and redesigning based on
/ contractors requests.
6. Trench Safety Requirements shall be in accordance with O.S.H.A. Standard 29 CFR Part 1926 Subpart
P.
7. TRENCHING AND BACKFILLING: All trenching and backfilling shall conform to the specifications set
out herein. Testing shall be provided by a certified laboratory, at the Owner's expense, to verify these
standards. Any retesting due to substandard work shall be at the expense of the Contractor. Structural
areas shall include all sidewalks and shall extend 5' beyond the curb lines of all streets, alleys and parking
areas.
8. It is the responsibility of the contractor to comply with all State and Federal Regulations regarding
construction activities near energized overhead power lines. Additionally, the contractor shall coordinate all
TP No. 1 —— 1/2" Iron  proposed work and procedures with the City of Bryan Electrical Division & BTU.
Rod with Cap set 9. The Contractor must provide construction staking from the information provide on these plans. The
Northing——10217369.9918 g ccessful bidder shall be provided with an electronic file showing the traverse points and benchmarks
Easting——3544718.0647  gstaplished with this project.
Elev—-319.37 10.  All soil exposed by construction shall receive Cellulose fiber mulch seeding. Silt fence and other
erosion control devices may be required.
11.  Trenches may not be left open overnight.
12.  Adjustment of Water Meters, Valves, Manholes, Irrigation Systems, and any other Public or Private
Utility, etc. are not separate pay items. The Price of the adjustment shall be subsidiary to the construction
of Water Line, Force Main, etc.

Existing Headwalls to be Removed. /

Material Storage Area.

S ~ooo0 T

Stockpile Area.

Prepared For:
CITY OF BRYAN
P.0.BOX 1000
BRYAN, TX 77805
(979)-209-5030

Align proposed culvert with
existing culverts. Proposed
Ve culvert flowlines should be
e 0.25" lower than existing
culverts.

Revisions

Construct proposed headwalls 41

behind Existing Curb. Angle points
in headwall at south outside face %

of proposed box culvert. Top of

headwall elevation set 3" above
Existing Sidewalk. \;

2 13.  The contractor shall coordinate with Suddenlink, BTU, Atmos and Verizon to adjust the location of % %
?\ Existing facilities. N
@ 14. Material storage shall be limited to the areas shown. All material storage areas shall be returned to <~ (‘Q th'
"as good or better" condition prior to substantial completion of the work. Soil Stockpile areas are available | = R
as shown on the plans. The contractor is responsible for SWPPP on the stockpiles as well as the entire site. (o) '3' =
\Y\ 15.  The contractor shall complete the work in no more than 60 calendar days. %\ g §
\/ 18.  The proposed culvert will require the open cutting of Villa Maria Road. The west edge of the open | é %
\ cut shall run parallel to an existing seam where concrete pavement joins asphalt pavement. The existing -
A concrete pavement west of this seam shall not be disturbed by this project. The contractor shall remove "G Q <
and repair the asphalt all the way up to this seam. Q0 § Q
R 19.  All backfill shall consist of cement stabilized sand per Spec. 400. 6‘ ~ J
$ Material Storage Area. 20. The contractor shall install a red fabric construction fence along the top of the proposed headwall to Qk. % =
/ call attention to the drop of. A handrail shall be installed by TxDOT at a later time. S S
. ~
Stockpile Area. >
e / Q>
£s /
EF /
. / / Special Note: With this additional culvert barrel,
8 / / this structure becomes a bridge class structure
2 (over 20’ width) and shall be called Permanent
52 Structure Number 17-021-0-1316—01-095. Ol
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7 F’repare R.O.W. Include:
Removing all brush and trees
in and adjacent to channel.
2. Remove all silt from existing

culverts.

\
Remove and Replace Existing Sidewalk

Remove and Replace Existing Curb

| |

Open Cut Villa Maria (patch with full depth HMAC)

Existing 7x%.75' Cast In /Alace Box Culvert

Edge of Concrete Ravement
T A\
Sta. =0400.00, F/L= 313.01
Concrete Wingwall (Type PW 1, Lw=20")
Begin 7'x5’ RCBC

End 7°x5" RCBC

Sta. =0+73.13, F/L= 313.14
Concrete Wingwall (Type P

W1, Lw=20")

W. Villg
Maria Rd
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