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CONCRETE SHALL HAVE A MINIMUM 28 DAY
COMPRESSIVE STRENGTH OF 3500 PSI.

ALL REBAR SHALL BE ASTM A615 Gr60.
ROUGHEN EXISTING SIDEWALK AND APPLY
BONDING AGENT BEFORE POUR OF NEW PAD.
DOWEL NEW PAD TO EXISTING SIDEWALK WITH
MINIMUM (8) #4 DOWELS EPOXIED TO
EXISTING SIDEWALK.
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EXISTING SIDEWALK

SECTION THROUGH GENERATOR PAD
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