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PROPOSED POWER POLE \
AND TRANSFORMER
OWNER: WELLBORN SPECIAL UTILITY DISTRICT N\
4118 GREENS PRAIRIE ROAD \
WELLBORN, TX 77871
\ ERWIN THOMAS
INEER: WINN PROFESSIONAL ENGINEERS AND CONSTRUCTORS, LLC _ DORTHY THOMAS
IR A, 80X 2727 18” BUTTERFLY — VOL. 2716, PG. 1
LONGVIEW, TX 75606 VALVE

18”x20” MJ DI
REDUCER -
NOTES:

1. 150 LB. CHLORINE CYLINDERS SHALL BE EQUIPPED WITH AN EMERGENCY SHUTOFF
SYSTEM, EQUAL TO: HALOGEN VALVE SYSTEMS, INC. — TERMINATOR ACTUATOR. CHLORINE

LEAK DETECTION AND ALARM (LOCAL AND REMOTE) SHALL BE PROVIDED.

2. CONSTRUCTION ACCESS DRIVE SHALL BE TO THE SAME DIMENSIONS AS PERMANENT
DRIVE AND SHALL INCLUDE 6” SCARIFIED AND COMPACTED, CEMENT TREATED, NATIVE
SUBGRADE AND 4” CRUSHED LIMESTONE BASE.
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. WELLBORN SUD
BRYAN INTERCONNECT @ JONES RD.
LANDSCAPING CALCULATION

PROPOSED 6’

* CHAIN LINK

s & FENCE (TYP.)

CMU VALVE/METER REQUIRED LANDSCAPING AREA: 15% of Total Disturbed Area

BUILDING W/ 12” EAVES Disturbed area: 0.3 ac.

g €3 13,068 s.f.

N2 Required Area: 1,960 s.f.

% @ M +

§ £ SCADA SYSTEM ANTENNA TOWER PROPOSED LANDSCAPING POINTS

. |

& N

s } \ + Symbol Size Name & Type Quantity Area Value (s.f.) | Total Area (s.f.)

3 / T — \ | LIVE OAK (Quercus

; “ Q) 3"+ Proposed virginiana) Canopy 3 350 1,050 .
g _ CAROLINA CHERRY, LAUREL i Tree

% (TYP. 13 EA.) \ CRAPE MYRTLE

e (Lagerstroemia

| o \ O 1.5-3" Proposed indica) Non-Canopy 6 150 900

§ \ Tree

% CAROLINA CHERRY

;‘ 2-15 Gal. LAUREL (Prunus

|

; @ Proposed caroliniana) Shrub 13 10 130 /
i \ A
TOTAL 2.080 7
§ TOTAL REQUIRED AREA: 1,960 s.f.

, TOTAL PROPOSED AREA: 2,080 s.f.

3 NOTE: STREETSCAPING REQUIRMENTS ARE MET FROM THE PLACEMENT OF THE

LIVE OAK AND CRAPE MYRTLE TREES.
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